10’ 5”

PVC HATCH ALUMINUM
DRAIN ACCESS LADDER
"“. . P . t:.: ‘. . ‘. . ‘. -. ‘. . ' P ‘. .- ‘. :":‘ STEEL WALL
' : 2] | SLEEVES w/
e | [ | LINK SEAL
ol 10 op 1 /(TYP OF 2)
I N ‘s B 10” DIP
o| i N i _E | o
& - : . i Z{/ y &
A W
10" DETECTOR SS. 8” BLOCKOUT
CHECK ASSEMBLY PLAN VIEW  rRee FOR DRAN
(see note #2) BOLTS
48" x 48" ALUM. ACCESS HATCH TOUCHREAD 5000 PS|
w/SLAM LOCK & SPRING ASSIST PAD IN HATCH ’
(HALLIDAY W23—4848)>/‘\/‘\< Rggg g§§EED
Y - o
6” ':;“‘:.':s“‘:.':s“‘: 0 :s“ :."s‘ et ""
¥ R | INTERIOR WALLS,
care, oo 5
COATED w/
5 conL AR ] TNEMEC COATINGS
o EPOXY L | __—(see notes)
| s o [ .
o 10”INDIP 12" [ i | 127 100U|%|P
=) 6'[T fe)
. - e 2 .
’ STAINLESS STEEL™> Lg,, BLOCKOUT
& x 6 CONCRETE PIPE SUPPORTS - Bocko,
ANTI-FLOAT COLLAR SECT'ON VlEW
NOTES:

1. CLEAR FLOW VAULT SHIPPED ASSEMBLED WEIGHING APPROXIMATELY. 26,000 LBS.
2. 10" AMES 3000SS DOUBLE CHECK DETECTOR ASSEMBLY w/METERED BYPASS & TOUCH
READ (METER ASSEMBLY FLANGE BOLTS ARE AS SUPPLIED FROM THE FACTORY)
3. COATING SCHEDULE:
PIPE & FITTINGS (EXCEPT BRASS OR S.S.) — PRIME COAT — TNEMEC EPOXY #135 — WHITE
INTERMEDIATE COAT — TNEMEC EPOXY #27 — ALUMINUM
FINSH COAT — TNEMEC ACRYLIC POLYURETHANE #1074 — BK33 GRAY ANS| No. 61
** FLANGE BOLTS BETWEEN DDC & PIPE TO BE S.S. AND COATED AFTER ASSEMBLY
VAULT EXTERIOR (BELOW GRADE) — TNEMEC COAL TAR EPOXY # 46H—413 — BLACK
VAULT INTERIOR — WALLS & CEILING — PRIME COAT — TNEMEC FILLER #130—6602 — OFF—WHITE
INTERMEDIATE COAT — TNEMEC ACRYLIC EPOXY #113 — AL82 WARM SUN
FINSH COAT — TNEMEC ACRYLIC EPOXY #114 HB. — WHO2 TANK WHITE
VAULT FLOOR — TWO (2) COATS — TNEMEC ACRYLIC POLYAMINE EPOXY #201

CL E AR l—_ LOW SCALE: NONE | DATE:  7/30/05 | Dwe: DDC10—-JAMES CITY €O
BY C P & P JAMES CITY COUNTY
CONCRETE PIPE & PRECAST, LLC 10” DETECTOR CHECK VAULT

(800) 648 — 2678

=




9’ O”

10” DDC
(see no’res)\
©| 10" DIP 1OOU[%|P °
N IN\ ) / ¢
. "\ NON—SHRINK
o GROUT (TYP)
N~ .
o ©
] 8” BLOCKOUT 0
FOR DRAN ~_[ ;:; T
a2t ST
v g SWING CHECK
N B2 w/BALL DRIP
12 PLAN VIEW
36" x 36" ALUM. 4 x21/2" x21/2"
GUTTER—FRAME TOUCHREAD B FIRE DEPT. CONNECTION
ACCESS HATCH o (NST THREADING)
(HALLIDAY WR—3636) ] / &
v
PVC HATCH—>-\_‘_| ] I—Ml L!_"':": .“::": .“::./ ‘j;": -‘.:.'.'.‘ .‘/}_ 6” 5 OOO PSI
DRAIN 1 1 RENFORCED
‘] : CONCRETE
| ALUMNUM~_ % ST
o ACCESS [
|  LADDER ' -1 FORD FFCA
- 2| ~ COUPLING
[Ce] 9 -
Y 10 INDIP /.f 10” DIP
~ |1 A ouT
oy l— ] S
0 12" °©
I 1w
G NN 6"
] STEEL PIPE SUPPORT |
8” BLOCKOUT (TYP OF 3)
FOR DRAN SECTION VIEW
NOTES:

1. CLEAR FLOW VAULT SHIPPED ASSEMBLED WEIGHING APPROX. 24,000 LBS.
2. 10" AMES 3000SS DOUBLE CHECK DETECTOR ASSEMBLY w/TOUCHREAD

10 DDC VAULT w/FIRE DEPT. CONNECTION
arCP&P (TJ~6x8 VAULT)

(800) 648 — 2678

?’\\\\‘ CL E A R F LOW SCALE: NONE | DATE:  12/12/03 | DWG: DDC-10-FDC-TJ6x8
(‘z
\ -l




9, On

4" TEE 4” DETECTOR CHECK
w/REDUCING | VALVE w/OS&Y GATE 4"
FLANGE VALVES (see notes) 7 /—FCA 127
] ‘ :s “ s“‘ ',~ “ :- .“ 7.“ :-7{.':-‘ :s ‘:.": 's “ '- ‘ - ]
TG e
° 2" BALL VALVE—-3 3 )
o (MP x COMP) = ; o
o R o
2" TYPE K COPPER—7] o A N -
w/GRIP JOINT 2" TYPE K ©
FITTINGS L ‘/ RO )\,“: SOERINOERINTR COPPER OUT =
STEEL WALL MOUNT L 2" NO-RISE METER
THRUST SUPPORT SETTER w/TEST TEE
(TYP OF 2) (see notes)
PLAN VIEW
4” VINYL-COATED
SCREENED VENT CAP
RENFORCED FOR 30 X6 ALM w{%ﬁ} \grRlzs)ER
ACCESS HATCH
TRAFFIC LOADNG T / =
:&l ”
3 i 11T Y 4" SCH. 40
Y RN 7 R == - P PYC PIPE TO 127
gg\ﬂ%-é t b . ALUMINUM - ABOVE FLOOR
- ACCESS LADDER : #7:| 2.000 PSl
5 ol«— w/SAFETY POST : : [f REINFORCED
© -] o | ~CONCRETE
¢ STEEL WALL [~ i SN
. in SLEEVE w/LINK 17} . S
« SEALS (TYP)y ] .- SN 4" DP &
™~ @ l SRV 2” TYPE K
NN COPPER OUT
L 5@ b BI(TYP)
e A XTI @I} e ::::::/
5 4” DP~ 5 I i o
~ SUPPLY N 1 [ | 0 ~
6" ﬂ/’“ﬁ
1 /| STEEL PPE SUPPORT :
4" BLOCKOUT (TYP OF 2) : :
FOR DRAIN R R
TYP OF 4
(TP oF %) SECTION VIEW "8 MNMUM BASE OF 457 STONE

UNDER VAULT & EXTENDING 24"
BEYOND VAULT WITH FELT PAPER
ON TOP OF EXPOSED STONE PRIOR
TO BACKFILL.

" 1. CLEAR FLOW VAULT SHPPED ASSEMBLED WEIGHNG APPROXIMATELY 24,000 LBS.
2. 4” DETECTOR CHECK VALVE w/0S&Y GATE VALVES & METERED BYPASS
3. DOMESTIC & BYPASS METERS SUPPLIED BY CCUSA FOR INSTALLATION BY VAULT MANUFACTURER

CAMPBELL COUNTY
BYC ’D &’D 4” DCV VAULT w,/2” DOMESTIC SERVICE

(800) 648 — 2678

a CL E A R F LOW SCALE: NONE [ DATE:  5/01/07 | DWG: DC4x2—CAMPBELL CO
e

i




10° 5"

4" CHECK VALVE w/ (o
TOUCHREAD 0S&Y GATE VALVES
PAD (TYP OF 2) /(see note #2)
X . 4" FRE |
~ o /SERVICE ouT ™~
e FLOW, || - —
) o op/”
P IN =)
| 4" UL/FM g
N CHECK VALVE ~ ©
% w/BALL DRP
) A :
Y = \2” DOMESTIC ¥
o SERVICE OUT *
. 2" BACKFLOW- 2" METER &
2” BRONZE PREVENTER COPPERSETTER  \-2" GALV.
GATE VALVE (see note #4) (see note #3) PIPE
PLAN VIEW . ;2 x212
SIAMESE "CONNECTION
36" x 36" ALUM. L
ACCESS HATCH i 4” VINYL—COATED
( ) 5 ~ SCREENED VENT CAP
~ w/GALV. RISER
e —rr e 5,000 PS|
SRRIGRDRIGE: e 1 (27 W) REINFORCED
- [:| _-CONCRETE
Pl ALUMNUM  |* oAy, |
ACCESS TOUCHREAD PIPE :
) LADDER~_ |e - CoRD |
o \
R .
° NON=SHRINK |- "
© GROUT~ -] . ~"| NON=SHRINK
\ |, oRouT
——r ital W=
. 121’;“‘.‘ ] . : 12” io
o Y o L -
& — 7 - .
b R T T e T S e N TR 5
6” Diam. STEEL PIPE !
BLOCKOUT SUPPORT
FOR DRAN SECTION VIEW (TYP OF 5)
NOTES:

1. CLEAR FLOW VAULT SHIPPED ASSEMBLED WEIGHING APPROXIMATELY 22,000 LBS.

2. 47 AMES MODEL 3000SS DOUBLE DETECTOR CHECK w/METERED BYPASS & TOUCHREAD
3. 2" WATER METER & COPPERSETTER w/TOUCHREAD

4. 2" WILKINS MODEL 950 BACKFLOW PREVENTER

4” FRE SERVICE VAULT
BrePech w/2" DOMESTIC SERVICE

(800) 648 — 2678

SCALE: NONE | DATE: 1/21/97 DWG: DDC4x2—-FDC-TJ1600
f'@ CLEAR FLOW
L
\\\‘%

‘\




9, O"

. 6" MEGA—
TAMPER SWITCH 6” DDC FLANGE
(TYP OF 2) r(see notes) - ADAPTER
BB x4 | e T
o o TEE~ : 0
& ° n?i‘ out o
: N—F-
. SMOOTH HOLE—"]." S , .
> w/LINX SEALS {27 x 11/2 o
N~ (TYP OF 3) "1 ~REDUCER N
o 4” FLANGED—""
A NRS GATE N -
VALVE e - 2" BRASS o
2 PBugéSS S DOMESTIC &,
' AT N PIPE OUT
4” BLOCKOUT 2 2 ” 2
FOR DRAN  2.x 11/2" g 1/2" METER 11/2" SPRING
(TYP OF 4) BUSHING & SETTER CHECK, UNION &
LOCKING BALL
PLAN VIEW VALVE
VAULT NOT REINFORCED 36" x 36" ALUM.
FOR H20 TRAFFIC ACCESS HATCH
LOAD RATING \ -~ (HALLDAY WR-3636)
- - Iy - .d] | | Ll.-‘-::-‘-:::‘-":-‘
11/2" HATCH = Eeiaiin i OLn 5000 P
DRAN [ o /R 4 BLOGKOUT (] REINFORCED
v, «—FOR CONDUIT " CONCRETE
o ACCESS |- o CORDS ] TAMPER SWITCH o
) o Pt ] (TYP OF 2) i
o S -k
l“\ tH ":' 'CO ® "“ ”»
127 [ g 2" BRASS
TYP)L o out
_( )/,_ m ----- - '
............. ‘
| e op [ . % o
c N 6” DIP ¢
6 - Lq e \ e {/’]"f
' ' \ STEEL PIPE SUPPORT A
4” BLOCKOUT FOR
(TYP OF 4) DRAIN (TYP OF 4)
NOTES:

1. CLEAR FLOW VAULT SHIPPED ASSEMBLED WEIGHING APPROXIMATELY 24,000 LBS.

2. 6" AMES 3000SS DOUBLE CHECK DETECTOR ASSEMBLY w/METERED BYPASS & TOUCHREAD PAD (GALLONS)

3. 11/2" SENSUS SR METER WITH TOUCHREAD PAD (GALLONS) MOUNTED IN FORD SETTER
#VBHH76—-12B—11—-66 (BALL VALVE IN — DUAL CHECK OUT w/LOCKABLE BYPASS)

CLEAR FLOW
sy CP &P

CONCRETE PIPE & PRECAST, LLC
(800) 648 — 2678

SCALE: NONE | DATE: 1/16/08 DWG: DDC6x1H—TJ1600—WAYNESBORO

CITY OF WAYNESBORO
6" DDC VAULT w/11/2" DOMESTIC




7' 0"

4" BLOCKOUT

6" DDC gv| FOR DRAIN
(see notes)- [TYP) (TYP OF 4)
':: SRR N ] .‘:“‘4’::5. §
= . ‘. - =
© 6" DIP 7 6" pIP ©
N IN out N
N B
5 “-}\SMOOTH HOLE
- w/LINX SEALS
(TYP OF 6)
° =
R 3" DIP—T_ o
© i | 1" DUAL CHECK
N - *.L-VALVE (TYP OF 4)
3" DIP TEES~_]-: o
8} ELBOWS ;
w/REDUCING = ]
FLANGES & " TYPE K .
|  COPPER PIPE OUT ©
(TYP OF 4)
Lt (see section view)
1" BALL VALVE (4) 5/8" x 3/4"
(TYP OF 4) PL AN VlEW METERS (see notes)
VAULT RENFORCED Ao Ao SUTTER FRAME
FOR H20 TRAFFIC XXX KK XXX XK KX
TOAD RATING XK X XXX KX XX ALUM. ACCESS HATCH
\ xzx:xxxxxxxxxxxxxxxxxxxzx/(E'z SET GDH'4848)
oy f— |'lr
] ® R n é
H L s ek
= s - METERS [ - 12" o
o| ALUMINUM—- / PIPE OUT
%|  ACCESS o (vl
s LADDER e S —— — / -
. |0 e
o 12" e T
TYP)L % 6" DIP 4
YR HE / out =y
Nt e = A
5 ¢ pp-" [T .-"__ ; \ - T15
g N | y ) T TYPE K =&
6.. N7 RS COPPER PIPE OUT =
4 BLOCKOUT FOR / | \I\STEEL PIPE SUPPORT
TYP OF 4
TES:

1 CEAR FLOW VAULT SHPPPED ASSEMBLED WEIGHING APPROXIMATELY 24,000 LBS.

2. 6" WILKINS 350DA DOUBLE CHECK DETECTOR ASSEMBLY w/METERED BYPASS (GALLONS)

3. T TYPE K COPPER LINES HAVE T" GRIP JOINT FATTINGS, BALL VALVE (INLET) & CHECK VALVE
(OUTLET) 5/8" x 3/4" METERS SUPPLIED BY WVWA TO CLEAR FLOW & INSTALLED ON OUR YARD.

DESIGN

6/13/08

DRAWN

STEVEN L. GORDON

CHECKED
APPROVED

CRAIG A. SHREWSBURY

REVISIONS DATE

THE CLEAR FLOW CO.

P. 0. BOX 1467

1321 NORTH DELPHINE AVENUE

WAYNESBORO, VIRGINIA 22980
(540) 942 — 3300

ROANOKE, VIRGINIA

WESTERN VA
WATER AUTHORITY
6"x1"x1"x1"x1” DDC/

DOMESTIC VAULT

PROJECT NO. WVWA DC6x1x1x1x1

* PRINTOUT NOT TO ANY SCALE *




4” BLOCKOUT N (2) 11/2
FOR DRAN | 2” x 11/2” (2) 1" METERS IN BRASS PIPE
(TYP OF 4) BUSHING - 11/2" SETTERS ouT
TN T T Vs
2" BRASS |.[@ M ‘ . o
PIPE O il o 4 e R N
] : a{F I s ; 3
5 4" NRS g i )
@1 GATE VALVE~|:" e ]
T > ' TT~—11/2" CHECK -
o SMOOTH HOLE |- VALVE, UNON @
R w/LINX SEALS |- ¥ x & LOCKABLE &
(TYP OF 4)~[ 5 _— I . BALL VALVE
» S VA
1 KORT ' = =
/J} - mann . < 9. i e 1 A S S 6" DIP
| 6 DP H ro L R ouT 0
& N R 12 7,/16 N ol ™6 Meca- &
Sl e e X<+ 1| FLANGE ADAPTER
L ”
& BLOCKOUT— ( 6 DD,[C y - TAMPER SWITCH
FOR CONDUIT see notes (TYP OF 2)
(ONE EACH SIDE) Pl AN VIEW
36" x 36" SPRING—ASSISTED
VAULT REINFORCED = = CAST IRON FRAME & COVER
FOR H20 TRAFFIC e (NEENAH R—6662-RS) CAST INTO
LOAD RATING o [ " 8" TALL CONCRETE RISER
\ 00 o [
2 e c W T 5,000 PSI
- = *] _~CONCRETE
ALUMINUM y ] e
ACCESS 3 -1 TAMPER SWITCH
. LADDER —_|"] ° TOUCHREAD R (TYP OF 2) 5
e S / CORD > /— %o
.Lb ‘.‘ \. g ( 'Lb
© | %o '
"‘\ ” :‘ “‘ zo f “ i
127 | (2) 11/2
Tk _ B ~ BRASS OUT
— //_ .'\:-]-:."- -.:—::—:::
| 0P [T ~ -
° TN s 6" DIP N
N N S A N N N ouT &
STEEL PIPE SUPPORT .\ .,
(TYP OF 4) \ 4" BLOCKOUT FOR
SECTION VIEW DRAIN (TYP OF 4)
NOTES:

1 CLEAR FLOW VAULT SHIPPED ASSEMBLED WEIGHING APPROXIMATELY 24,000 LBS.

2. 6" AMES 3000SS DOUBLE CHECK DETECTOR ASSEMBLY w/METERED BYPASS &
TOUCHREAD PAD (GALLONS)

3. 11/2” FORD SPRING CHECK VALVE (#HS11—666), BRASS UNION & FORD BALL VALVE
w/PADLOCK WINGS (#B11-666W)

C L E Q R F L O W SCALE: NONE | DATE: 1/16/08 DWG: DDC6x1x1-TJ1600—WAYNESBORO

CITY OF WAYNESBORO
BYC 'D &’D 6” DDC VAULT w/2 — 1" DOMESTIC LINES

(800) 648 — 2678




10° 5"

2" METER &
COPPERSETTER TOUCHREAD
(see note #3)\ ADAPTER
> o
— o .
L \2” GALVANIZED
x % DOMESTIC =
o . e LINE OUT €
- 6" DIP — D o)
IN\ ' i
I 12 !j“ Va = '_'_b [~ v N : — I
NN i\ \e" FIRE ©
= ¢ / \ SERVICE OUT ¥
127 6" osay/ \ 6" CHECK VALVE
GATE VALVE (see note #2)
(TYP OF 2)
4" VINYL-COATED
SCREENED VENT CAP L
w/GALV. RISER 36" x 36" ALUMINUM
(TYP OF 2~ ACCESS HATCH
(HALLIDAY S1R—3636)
L o] 8]
:: ° f
. . 5,000 PS|
. | REINFORCED
o) 1 aLovnon—"]e 1 _~CONCRETE
. .|  ACCESS yrd
Y : LADDER . ;
o NON—SHRINK |* - ) 2l NON=SHRINK
o GROUT\ X '/6 FCA. | /GROUT
- . ‘.
5 12" |7 12 ©
E\l H 5- Z - S, JHE ‘ ”
& Diam’/ STEEL PIPE }
BLOCKOUT SUPPORT
FOR DRAIN (TYP OF 4)

SECTION VIEW

NOTES:

1. CLEAR FLOW VAULT SHIPPED ASSEMBLED WEIGHING APPROXIMATELY 22,000 LBS.
2. 6" AMES MODEL 3000SS DOUBLE DETECTOR CHECK w/METERED BYPASS

3. 2" WATER METER & COPPERSETTER PROVIDED BY THE MUNICIPALITY

4. ALSO AVAILIBLE WITH H20 (TRAFFIC) LOAD RATING

ﬁ'\\\\ CLEAR FLOW SCALE: NONE | DATE: 7/09/98 DWG: DDC6x2-TJ1600

‘ 6” DDC VAULT
7
‘\\\\‘4 B G loSr . w/2" DOVESTIC LNE

(800) 648 — 2678




SECTION VIEW

\18” MINMUM BASE OF #57 STONE

UNDER VAULT & EXTENDING 24"
BEYOND VAULT WITH FELT PAPER
ON TOP OF EXPOSED STONE PRIOR
TO BACKFILL.
NOTES:
1. CLEAR FLOW VAULT SHIPPED ASSEMBLED WEIGHING APPROXIMATELY 24,000 LBS.
2. 6" DETECTOR CHECK VALVE w/OS&Y GATE VALVES & METERED BYPASS

3. DOMESTIC & BYPASS METERS SUPPLIED BY CCUSA FOR INSTALLATION BY VAULT MANUFACTURER

CL E A R /'_ L O W SCALE: NONE | DATE:

5/01/07

9, 0” .
6" % 6" x 4" 6” DETECTOR CHECK
FLANGE VALVES (see notes)- /—FCA 12”
. o R TR R Iy . .
© 6" DIP = 6" DIP FRE ‘o
~ SUPPLY IN /—SERVICE ouT &,
A" —
1
(S} 2” BALL VALVE —=1— Bt .
R (MP x COMP) ¢
'*b N
i B e %
2" TYPE K COPPER—F7 - I i e AN :
w/GRIP JOINT 10w — 2" TYPE K ©
FITTINGS T AT R T COPPER OUT =
STEEL WALL MOUNT 2" NO-RISE METER
THRUST SUPPORT SETTER w/TEST TEE
(TYP OF 2) (see notes)
PLAN VIEW
4” VINYL—COATED
SCREENED VENT CAP
RENFORCED ‘FOR 38 LS ALM. W{TGYAPL \SFRlzs)ER
ACCESS HATCH —
TRAFFIC LOADNG\ = /
il ™
”» N Z A e s A 4”SCH’4O
N I Ve 7 N o= s A PYC PIPE TO 127
v FNsH b T A ALUMINUM : L -ABOVE FLOOR
GRADE ACCESS LADDER  © »1%| 5000 PS|
o|a— W/SAFETY POST ! i REINFORCED
5 N 1 ;| ~CONCRETE
© STEEL WALL |- e
) o SLEEVE w/LINK [ | ‘
w M. © . . i
© SEALS (TYP)~ [ © S 6" DP &
102 2” TYPE K
Jerye COPPER OUT
5 6" DIP-—" ¥ =
: SUPPLY N+ [ )
N ” -~ - . [, .. .. .. . .. N
X /| STEEL PIPE SUPPORT-
4” BLOCKOUT (TYP OF 2)
FOR DRAIN
(TYP OF 4)

DWG: DC6x2-CAMPBELL CO
sy CP&F

CAMPBELL COUNTY
CONCREBTSO§IP5E42( _PRg(é/;gT, LLC 6” DCV VAULT W/ 2” DOWSTIC SERVICE




14’ 0"

6" TEE w/ 6" AMES 4" UL/FM
REDUCING  3000SS DDC 6”x6"x4” SWING CHECK
FLANGE~  ASSEMBLY TEEq [ W/BALL DRP
o NON—SHRINK 6” DIP 5
S| GROUT (TYP) /-F.S. out =
= | 5 . -
- -
f 8" BLOCKOUT %o
X 6" DP FOR DRAIN o
=) SUPPLY IN ?/ %
N 4 | o
~ =]
in =
2" BRASS— | Z -
DOMESTIC » R
2" BRASS e
w/BYPASS : DOMESTIC <
s o ouT
2" NEPTUNE COMPOUND L2” BRONZE -2 WILKINS
METER & STRAINER GATE VALVE  950XL DOUBLE
(see notes) (TYP OF 3)  CHECK VALVE
36" x 48" ALUM. 4 x21/2"x21/2"
GUTTER-FRAME FIRE DEPT. CONNECTION
ACCESS HATCH (NST THREADING)
(HALLIDAY W1R-3648)
\
11/2° HATCH o N
DRAIN xxxxxxxxxxxxxxxxxxxxxxxx
PR - = it e L Al 5,000 PSS
EXTERIOR - PRO—READ 4" GALV.F:{  REINFORCED
BIUMINOUS ALUMINUM CORD PPE | CONCRETE
COATING ~__ [+ ACCESS o e A /
s - LADDER—_|
b ‘ .': - ~‘.
. w [ | o 6" DP F.S. &
© 25 12 2" BRASS
© (TYP) oF e ‘ (TYP)‘ DOMESTIC OUT
_/_( /:‘ ||l©]||‘ I| s /‘(_‘//Ej— —_—
) 6” DIP - : L )
‘5| SUPPLY N i s
N " _7;_2 L N
Mo (NBR T s T i T i T e it il i . s i i  a.i T v 3
'(Ea.‘m"“ ISR ;/f N N N N R N N N N N 0
STEEI(.T $LPEOFSU5P)P0RT \ 8,,F 3.%%%",3,?
SECTION VIEW
2" BRONZE 2" METER & 2" DOUBLE
GATE VALVE  STRAINER
(TYP OF 3)

M
NOTES: 2 | .
1. CLEAR FLOW VAULT SHPPED ASSEMBLED WEIGHING © Ty
APPROXIMATELY 40,000 LBS. & 0" BRASS
2. 6” AMES 3000SS DOUBLE CHECK DETECTOR ASSEMBLY BYPASS
w/METERED BYPASS & PRO-READ (GALLONS) =AUl
3. 2" NEPTUNE COMPOUND METER w/PLATE STRAINER & SR O R T I NI LI DI CHIA O
PRO—READ (GALLONS) ’
4. 2" WILKINS 950XL DOUBLE CHECK VALVE w/BALL VALVES 2 DOMESTIC DETAIL
SCALE: NONE | DATE:  7/31/07 DWG: DDC6x2—-FRONT ROYAL
) CLEAR FLOW

f

FRONT ROYAL

Br CP &P 6’x2” DDC VAULT

CONCRETE PIPE & PRECAST, LLC
(800) 648 — 2678




1057

. 6" DDC
6 TEE\ (see notes)
©| & DP 6" DP  ©
= G F/OUT =
A
5 NIONI—SHRINK/ £
. GROUT (TYP) .
D] 3, N
%| 6" TEE w/6"— : :
DIP BYPASS J‘\ | L
UNDERNEATH 6" DP i~
I OU‘T —
(o))
4” BLOCKOUT| 9" | 4” METER 6" x 47 6" NRS
FOR DRAIN w/STRAINER ~ CONCENTRIC GATE VALVE
(TYP OF 4) (see notes) REDUCER (TYP OF 3)
(TYP OF 2)
36" x 36" WATER—TIGHT
VAULT NOT REINFORCED ALUM. ACCESS HATCH
FOR TRAFFIC LOADING (HALLIDAY WIR=3636)~ s HATCH
% \ xixixixixixixixixi /RAH\‘
6" | =
} ALUMINUM
5,000 PSI "1 ACCESS
in| RENFORCED .- .| —~LADDER
i  CONCRETE~ . :
. . b (2) 6" DIP
o 12 ouT
o (TYP).- e
] 9 7
p |
| e 0P
© N : ©
N % e\ | o
6,, THEGFL_EL‘I:;CO/' AN m
b 6" BASE ELBOW A
- e
.\
45° oNITs s SECTION VIEW
NOTES:

1. CLEAR FLOW VAULT SHIPPED ASSEMBLED WEIGHING APPROXIMATELY 24,000 LBS.
2. 6" AMES 3000SS DOUBLE CHECK DETECTOR ASSEMBLY w/METERED BYPASS
3. 47 SENSUS OMNI C2 METER w /INTEGRAL STRAINER & TOUCHREAD

DESIGN

DRAWN STEVEN L. GORDON

CLEAR FLOW

REVISIONS

DATE

o e CP&P

CONCRETE PIPE & PRECAST, LLC

N

J/ 210 STONE SPRING ROAD

N HARRISONBURG, VA 22801
(540) 434 — 6979

CITY OF SALEM, VIRGINIA

~ROANOKE COLLEGE

CREGGER CENTER

6" DDC VAULT WITH
4" DOMESTIC METER

+* PRINTOUT NOT TO ANY SCALE *

REF. NO. CREGGER CENTER




90

6” DDC
I (§ee po’res‘) ‘
@ 6 DP @ 6 DP o
— IN ouT -
‘y \si» ;2 |_ \
NON—SHRINK " -
5| | GROUT (TYP) | o
'l\\ o “ ;’)
" ‘t ‘V
% N4DP %,
. T ouT o
Oy (A T A L T T N
4" BLockouT-197| 4" MEGA-/ L4 \ETER 4" NRS
FOR DRAN  (Typ) FLANCE & STRANER ~ GATE VALVE
(TYP OF 4) ADAPTER (see notes) (TYP OF 2)
PLAN VIEW ) )
- 36" x 36" ALUM.
GUTTER—FRAME
ACCESS HATCH
HATCH
DRAN- ST (HALLDAY WiR-3636)
of Al L) 5,000 PS
REINFORCED
ALUMINUM N
%| LADDER —L. )
- hﬂ. "‘-
b » | -
- 12 K e 6” & 47’
© (TYP)[ - DIP OUT
o 6”| NDIP & I ©
} | \-STEEL PIPE SUPPORT [\
(TYP OF 4) 4” BLOCKOUT FOR
SECTION VIEW DRAN (TYP OF 4)
NOTES:

1. CLEAR FLOW VAULT SHIPPED ASSEMBLED WEIGHING APPROXIMATELY 24,000 LBS.
2. 6" AMES 3000SS DOUBLE CHECK DETECTOR ASSEMBLY w/METERED BYPASS
3. 4" METER w/PLATE STRAINER & TOUCHREAD

6” DDC VAULT
BrCPar w/4” DOMESTIC LINE

(800) 648 — 2678

' : /24/ : x4-TJ6x

f’\\\\ CL E A R FLOW SCALE: NONE | DATE:  3/24/08 DWG: DDCEx4—TJ6x8
[ )
\

/
i




w7

UNDER VAULT & EXTENDING 24"
BEYOND VAULT WITH FELT PAPER
ON TOP OF EXPOSED STONE PRIOR
TO BACKFILL.
NOTES:

1. CLEAR FLOW VAULT SHIPPED ASSEMBLED WEIGHING APPROXIMATELY 24,000 LBS.
2. 8" DETECTOR CHECK VALVE w/OS&Y GATE VALVES & METERED BYPASS
3. DOMESTIC & BYPASS METERS SUPPLIED BY CCUSA FOR INSTALLATION BY VAULT MANUFACTURER

8" x 8" x 4” | 8" DETECTOR CHECK
TEE w/REDUCING | VALVE w/0S&Y GATE 8" .,
FLANGE VALVES (see no’res)-\ [FCA 12
“:‘»:“:“:‘»:‘-.'“:‘»:‘-.'“:‘»:‘-:“:‘»:‘-Y‘i‘»:‘-:““ ST ‘/'s‘u SENSERSENDS ,s‘::
o 8" DP N G e . o
& SUPPLY IN~ [ N 174 L _/ i /S%R\E)II(I:DEF%T N
Y @@
. 1274 LT g T R
- i, ‘. e N ™~
©| | 2" BALL VALVE—7] , . N
| (MP x COMP) [.- il
< o R — _
2" TYPE K COPPER " %y|: | Qs Ay > TYPE K o
w/GRP JONT [ & Ty I R
FITTINGS ST AT NS COPPER OUT =
STEEL WALL MOUNT 2" NO-RISE METER \5 000 PS|
THRUST SUPPORT SETTER w/TEST TEE REINFORCED
(TYP OF 2) (see no’res) CONCRETE
PLAN VIEW
4” VINYL—COATED
VAULT NoT SCRE;:NED VENT CAP
. . GALV. RISER
o F 36” x 36" ALUM. hyt
REINFORCED FOR ., (TYP OF 2)
TRAFFIC LOADNG\ T / ACCESS HATCH
! 8w
” LA . . S LN LN LN e B c. 4’ SCH. 40
™ 6 LA TR oS PVC PIPE TO 127
v FNSH ¢ [ K ALUMINUM t© |.L~ABOVE FLOOR
GRADE R ACCESS LADDER T
: o W/SAFETY POST [
©l  STEEL WALL | g
= | | SLEEVE w/LINK [.1 & K
©w SEALS (TYP)~ [] © )
~ N © o127 8 DIP &
B s 2" TYPE K
-1 N E e ",::::::f/_COF’PER our
N 8" DIP/ -t o : 5
. SUPPLY N+ || .
N - . | I N
B | e e e LT
, . b /| STEEL PPE SUPPORT/
4” BLOCKOUT (TYP OF 2)
FOR DRAIN :
TYP OF 4
( ) SECTION VIEW N_18” MNMUM BASE OF #57 STONE

CAMPBELL COUNTY
BYC 'D &’D 8" DCV VAULT w/2" DOMESTIC SERVICE

(800) 648 — 2678

SCALE: NONE | DATE: 5/01/07 DWG: DC8x2—-CAMPBELL CO
%‘@ CLEAR FLOW
\\\‘%

i




1 0”

100
TAMPER 8” DETECTOR CHECK
sw|'|'(3|-|jY (VALVE (see notes)
) SMOOTH HOLE SO M Rt T R T R M Rttt v )
o w/ '-E%P%EA'-S 8" DIP FIRE 0
& . LINE OUT &
| . ~
—— B
o © Sonly —T 8" 0S&Y GATE %
o © LINE IN Uil VALVE (TYP OF 2)
“ /l . |
© 2 e = ] T~2" BRASS
‘ > DOMESTIC s
" BRONZE—T~ / \ LINE OUT N
H C REMOTE
CATE VALVE | \ RN | | METER DISPLAY
30 2" Q. BLOCKOUT \_2” COMPOUND METER
& SETTER (see notes)
30” x 30" H20
VAULT REINFORCED  TRAFFIC— RATED ALUM.
FOR H20 TRAFFIC ACCESS HATCH REMOTE
LOAD RATING -
(HALLDAY HR-3030)~__ S ReADOT,
I R T LT, EE— P VAgLT REINFORCED
ALUMINUM , w/#5 BAR @ 9
RENFORGED  —1 access || [l OCEN. THROUGHOUT
CONCRETE L LADDER —,] 1L— )
N d I
0 - o
© L o
o 5 8” DIP FIRE
7 Sply 5 LINE & 2" BRASS
LNE N DOMESTIC OUT
\\ 3
o ol o
2 i~ : 3
o e e
, STEEL PIPE SUPPORT
127 Q. BLOCKOUT (TYP OF 4) WATERSTOP—RX
CAST—IN JOINT
SECTION VIEW SEALANT
NOTES:

1. VAULT SHIPPED IN SECTIONS TO BE ASSEMBLED BY THE CONTRACTOR w/HEAVIEST LIFT APPROX. 29,000 LBS.

2. 8" AMES 1000SS SINGLE CHECK DETECTOR VALVE w/METERED BYPASS

3. 2" BADGER COMPOUND METER w/REMOTE DISPLAY MOUNTED IN FORD METER SETTER #VBHH77-12B—11—77
(BALL VALVE IN; DUAL CHECK OUT) REMOTE DISPLAY MOUNTED BELOW ACCESS HATCH (GALLONS REGISTER)

f*@ CLEAR FLOW SCALE: NONE | DATE: P:;)iSASKI CO[):vJ(;;l-;sz_PULASKl co
z.
M By L& 8" DCV VAULT w/2" DOMESTIC SERVICE

(800) 648 — 2678




"7

ki ) DDC 2
8 TEE  (see notes), 8 FCA4
- 8" DIP \ \ g op .
®©|  SUPPLY N \ | FIRE SERVICE ©
. , , ouT -
|_ - o B Og; LGS iR 3O A Il’/_ [
- NON—SHRINK] """" A
| . | GROUT (TYP) | I 1 Y
n e o
~| 6” BLOCKOUT " A : N ‘
FOR DRAN i 5
N SR 2 :
2” BRASS / L2” COMPOUND -2 DOUBLE CHECK
PIPE METER & SETTER  (see notes)
36" x 36”7 ALUM.
ACCESS HATCH
(HALLIDAY WR— 3636)\ TO%%RSEQD 5000 PS|
' REINFORCED
I R RIS —— N % -y~ CONCRETE
! ALUM. :
| ACCESS
. | LADDER~_ o
S ™ 2" COMPOUND -
n . METER & SETTER N 2” BRASS
o ,/ DOMESTIC
¢ 12” > . : D N & 8” DIP FIRE
N - : *| ~SERVICE LINES
/‘ L] _\
A J * > e
ol 8 op/ R 5
| SUPPLY N R N
N7 R
6’ BLOCKOUT/ STEEL PIPE SUPPORT
FOR DRAN SECTION VIEW (TYP OF 5)
NOTES:

1. CLEAR FLOW VAULT SHIPPED ASSEMBLED WEIGHING APPROXIMATELY 26,000 LBS.
2. 8" AMES MODEL 3000SS DOUBLE CHECK DETECTOR ASSEMBLY w/METERED BYPASS

& TOUCHREAD
3. 2” COMPOUND METER w/STRAINER

4. 2" FORD METER SETTER MODEL VBHH77-12B—11—77 (BALL VALE IN & BYPASS, DUAL CHECK OUT)
5. 2" WILKINS 950XL DOUBLE CHECK ASSEMBLY w/BALL VALVES

SCALE: NONE

CLEAR FLOW

DATE:  9/11/05

DWG: DDC8x2-TJ2500

sy CP&P

CONCRETE PIPE & PRECAST, LLC
(800) 648 — 2678

8" DDC VAULT
w/2” DOMESTIC LINE




7"

8" D.D.C.
(see note #3)\ 8" F.C.A.\
| 8 DP Lﬁ:EFgET E
N\ J S
w0 N
|_ 7, - p—
| 7 |
o| . —4Uu/M M
o0 CHECK VALVE
% w/BALL DRIP
: Z 3" DOMESTIC ¢
. SERVICE OUT —
3 NRS \ 3" METER 12
CZ ATE V ALV)E (see note #4)
e orz PLAN VIEW
" ” 4 x21/2" x21/2”
0 iy & st/ Comeeion \
4” VINYL-COATED
ACCES§ HATCH SCREENED VENT CAP
(SR-3048) w/GALV. RISER
\ - ——— i
+ N ~ 5,000 PSI CONCRETE
] L1y REINFORCED w,/
5 o = ) o GRADE 60 REBAR
' . ALUMINUM
/ACCESS LADDER
- @
. | PIPE GROUTED
g 1IN PLACE w/
g : . " NON—SHRINK
h 12 | - - / e
o g ~L “‘
1’ C 4 — = ¥
‘_‘/‘ ‘/‘ 1
o . °
S e DS o

6" BLOCKOUT/
FOR DRAIN

SECTION VIEW

(TYP OF 5)

NOTES:

1
2
3.
4
5

CLEAR FLOW VAULT SHIPPED ASSEMBLED WEIGHING APPROXIMATELY 24,000 LBS.
. VAULT TO BE OFFLOADED & SET w/CONTRACTOR SUPPLIED CRANE

8" AMES MODEL 3000SS DOUBLE DETECTOR CHECK VALVE w/METERED BYPASS
. 3" SENSUS MODEL W350 DRS TURBO METER w/INTEGRAL STRAINER

. VAULT ALSO AVAILIBLE WITH H20 (TRAFFIC) LOAD RATING

[

T )
y
=

CLEAR FLOW
sy CP& P

CONCRETE PIPE & PRECAST, LLC
(800) 648 — 2678

SCALE: NONE

DATE:  1/24/02

DWG: DDC8x3—FDC-TJ2000

8" FRE SERVICE VAULT
w/3” DOMESTIC LINE




14’ 0"

4" UL/FM
8'x8’x3" 8 DDC 8'x8"x4” SWING CHECK
TEE- (see nofes)—\ TEE r w/BALL DRIP
X 8" DP \ \ A [ 8 DP s
| SUPPLY LI \ \'r \ / FIRE SERVICE .
N ouT
—I % : )_h, = / 7% |_ N
/ TT- ' : ! 2
S NON—SHRINK T v O 2% i
~|  GROUT (TYP) : K é\ -
/5 ¥ 8” BLOCKOUT
» - RS S : FOR DRAIN
3" DIP—T.. B % | y3rs ¢ - K o Ly -
/ ‘\ x \ N5 op =]
DOMESTIC .
\ l = | LINE OUT
t1} L ”
3" NEPTUNE COMPOUND \3 Fea CEevarE e N\ 3" RS
METER & STRAINER (see notes) GATE VALVE
(see noes) PLAN VIEW (TYP OF 4)
4" x21/2" x 21/2"
FIRE DEPT. CONNECTION
35" % 45" ALUM. __—(NST THREADING)
GUTTER-FRAME i
ACCESS HATCH 5
(HALLIDAY W1R-3648) S ~
B e e _ su0ps
N e § L e e ] REINFORCED
11/2" pvC—" [ ' PRO—READ /CONCRETE
HATCH DRAN |- CORDS , i
2 ALUMNUM  [® 4 oV
5 "] ACCESS
| exeror—" ] (AGDER~. b .
in| BUMNOUS N
) COATING A
2 N — ’;}'(12 ) 8 & 3 DP
% A o SJYP)-LINES ouT
= s =
z : v
| op/ [ = - .
| SuPPLY LNE |- o =
& N 2 b o &
3" BASE ELBOW 7 3" DP UsTeeL PPE \8” BLOCKOUT
w/PLASTIC SHM BYPASS SUPPORT FOR DRAN
(TYP OF 3)
NOTES

1. CLEAR FLOW VAULT SHIPPED ASSEMBLED WEIGHING APPROXIMATELY 38,000 LBS.

2. 8" AMES 3000SS DOUBLE CHECK DETECTOR ASSEMBLY w/OS&Y GATE VALVES & METERED BYPASS
3. 37 NEPTUNE SRH COMPOUND METER w/PLATE STRAINER& PRO—-READ PADS (GALLONS)

4. 37 AMES 2000SS DOUBLE CHECK VALVE (NO BYPASS)

[

CL E A R FL OW SCALE: NONE | DATE: 2006 DWG: DDC8x3-FRONT ROYAL

FRONT ROYAL
gr)u/:RETCE\ P{S&CP%;E LLC 8” X 3” VAULT

(800) 648 — 2678

T )
=




6, O”

4” NRS GATE 4” METER 4” MEGA—FL ANGE
VALVE (TYP OF 2)~_|(see no’res)—\ - ADAPTER
0 4” DIP ©
— IN~ =~
ol o SMOOTH HOLE fo)
o | w/LNK SEALS o
(TYP OF 4)~__
x 8" DP—""1 ;xg” _DIP x
2 N ouT ©
8" DC 8" 0S&Y
(see notes) P AN V|EW GATE VALVE
RECESSED RADIO o
READ PAD IN HATCH 36 x 48 DOUBLE DOOR GUTTER-—
” FRAME H20 RATED ALUM. ACCESS
1 1/2 HATCH xxxxxxx \ xxxxxxxxxxxx n o
2 A N e ]~ HATCH (E~Z SET GDH-3648)
N . | TTT -
ALUMINUM ©0 e v"
oo o 51« 5000 PSI
: L ADDER — 5,
Y B I >4 RENFORCED
o o S "}, CONCRETE
= < 8" & 4” . ‘ 12” 8" & 4
D P I~ ] [ -l TYP) _~DIP OUT
= , 2 e Pl
© ' ‘ﬁ | 2 ©
- I RS P .
b2l * /|
4" BLOCKOUT FOR STEEI(_ PIPE SUP)PORT
DRAIN (TYP OF 4) SECT'ON \/lEW TYP OF 2
NOTES:
1. CLEAR FLOW VAULT SHIPPED ASSEMBLED WEIGHING APPROX. 16,000 LBS.
2. 8" WILKINS 310DAL SINGLE CHECK DETECTOR ASSEMBLY W/OS&Y GATE VALVE
3. 4” METER SUPPLIED TO CLEAR FLOW BY THE WESTERN VA WATER AUTHORITY
DESIGN ROANOKE COUNTY, VIRGINIA
DRAWN _ | STEVEN L. GORDON
== CLEAR FLOW GLENVAR
DBL. DOOR HATCH; 12" SHORTER 1/15/07
BYPASS SIDE i2,/08/06] YA MER/CAST |_’!|GH SCHOOL
1/05/1
L e e/ nrieonsuRe s oa0r | 8 DC VAULT w
RECESSED RADIO READ IN HATCH bo/28/12 (540) 434 — 2130 4 DOMES-HQ ME EB
B REF. NO. GLENVAR HS—WVWA DC8x4 .




14’ 0"

10” TEE 10” AMES 4" UL/FM
w/REDUCING  3000SS DDC 10"x10"x4”  SWING CHECK
FLANGE~ ASSEMBLYA TEE ¢ W/BALL DRIP
5| NON-SHRINK \ 10" DIP 5
€| GROUT (TYP) /-F.S. ouTt e
£ e
L oA |
- 8" BLOCKOUT 3
) 10” DIP FOR DRAN o
=) SUPPLY IN 7 A X
~. = )
~ e
in B . -
2” BRASS —| : L _
DOMESTIC /4 > BRASS 3
w/BYPASS __ “ - DOMESTC o
-- / | \ Gimel ouT
2" NEPTUNE COMPOUND” L2" BRONZE  \-2” WILKINS
METER & STRAINER GATE VALVE 950XL DOUBLE
(see notes) (TYP OF 3)  CHECK VALVE
36" x 48" ALUM. 4 x21/2" x21/2
28&5585_5%@5 FIRE DEPT. CONNECTION
NST THREADING
(HALLIDAY W1R-3648) ( )
B
1 1/2” HATCH X X X X X X X X X X ¢
DRAN~. [ N
“:,‘.:.“‘i‘.:“"i‘.:.““:‘. ” |=—;:—| L[“"'.".""".‘:\""f:\"‘-“&'/ :.:“.{: 5.000 PS|
EXTEROR [ ' PRO—READ 4" GALV. -1 REINFORCED
BIUMINOUS B ALUMINUM CORD PIPE "1 CONCRETE
COATNG ~_ [ "ACCESS N SV
o i LADDER—8
i 5 3
E ). 10°DPFS. &
5 12" | . -2 2" BRASS
o R i ~{(TYP),_-DOMESTIC OUT
10" oP-/ . ) "
%5 | SUPPLY IN . A - %
[+ - 0
STEEL PIPE SUPPORT {8,, BLOCKOUT
(TP SECTION VIEW

NOTES:
1. CLEAR FLOW VAULT SHIPPED ASSEMBLED WEIGHING

2" BRONZE
GATE VALVE

COMPOUND METER

& STRAINER 2" DOUBLE

APPROXIMATELY 40,000 LBS. P
2. 10" AMES 3000SS DOUBLE CHECK DETECTOR ASSEMBLY ©|
w/METERED BYPASS & PRO—READ (GALLONS) N 2" BRASS
3. 2" WILKINS 950XL DOUBLE CHECK VALVE w/BALL VALVES BYPASS
4. 2" NEPTUNE COMPOUND METER & STRAINER 'w,/PRO—READ
(GALLONS) y
2 DOMESTIC DETAIL
SCALE: NONE | DATE: 5/07/08 DWG: DDC10x2—FRONT ROYAL
) CLEAR FLOW

sy CP&FP

CONCRETE PIPE & PRECAST, LLC
(800) 648 — 2678

@
‘ >
\ el

FRONT ROYAL
10" x 2" DDC VAULT




14’ 0"

10” D.D.C w/ »
10" MEGA—
0S&Y GATE VALVES\ FLANGE
10; DIP
. FIRE SERVICE =
e / ouT e
N / N
e ; 7z
//_ i /.f -
©
o 10" DIP/ 6 DRAN = N
N SUPPLY X % >
~ IN 3 ™~ » n
N ~ 4" UL/FM o
CHECK VALVE
w/BALL DRIP
— = =
N
N N
_ 4” DOMESTIC o
== |  SUPPLY OUT .
4" NRS \4” F.C.A.-4" TURBO METER
GATE VAVE (TYP OF 2)  (see notes)
(TYP OF 3)
4 x21/2° x21/2"
’/ SIAMESE/ CONNECT(ON
30" x 48" WATERTIGHT
A((:CESS HATCH R =
W1R-3048 o
>\~ & 5,000 PS|
: e
6 s AT L G T
! 21 ALUMINUM »
" |ACCESS  LADDER~
A o ;
¥ o
::O 12’7 :‘ ‘: ::". 12”
- P4 NV
0 A "',
BRZR —tf
//_ r “‘:
N 2 i ;
h i:. = o
N 7 —
i e T T T N T,
4" L (1) 3/4” ALL—THREAD
BYPASS FOR RESTRAINT PVC SHM

1 CLEAR FLOW VAULT SHIPPED ASSEMBLED WEIGHING APPROXIMATELY 40,000 LBS
2. 10" AMES 3000SS DOUBLE CHECK DETECTOR ASSEMBLY w/TOUCHREAD
3. 4" METER w/STRAINER

10 DDC VAULT
BrepP&p w/4” DOMESTIC METER

(800) 648 — 2678

ﬂ C L E A R F LOW SCALE: NONE | DATE:  7/10/98 DWG: DDC10x4—FDC—3500

.
i




14’ 0"

1
2.

10" AMES 3000SS DOUBLE CHECK DETECTOR ASSEMBLY w/TOUCHREAD
3. 6" METER AS REQURED BY LOCALITY

10" D.D.C w/ )
0S&Y GATE VALVES] “}LXﬁgé;
FIREO;E??ISICE
o ouT o
il i& . : 1
% A ]
0. o
© 10” DIP/ of T 6 DRAN. =
. N
. SUPPLY ol | B =
N o | I ~4” UL/FM >
oy Lk CHECK VALVE ™
T w /BALL DRP
N ) “
6” DOMESTIC
SUPPLY OUT ¢
6” NRS” 6" F.C.A. 6" METER
GATE VAVE
TP pLAN VIEW
4 x21/2" x21/2"
’/—SIAMESE CONNECTION
30" x 48" WATERTIGHT
ACCESS HATCH . =
(W1R—3048)\ o
‘ ~
ef” AT - 7Ry
- - 5,000 PSI
Aactese [ 1 TCONGRETE
|  LADDER—|- s
% L7 ]
: 1
N » “. “. "‘ 12”
S 127 [ e g
o o " S
Y G S,
7, _ — -
- o B 6" NRS ——> B
o »  GATE VALVE K T
N . 8 1[/ 2 TiRNED 45 ° -
% Y e
i’ R N T S e e R T s .;3
6" BYPASS PVC SHMS AS
REQURED (TYP)

CLEAR FLOW VAULT SHIPPED ASSEMBLED WEIGHING APPROXIMATELY 40,000 LBS

N

CLEAR FLOW
sy CP& P

CONCRETE PIPE & PRECAST, LLC
(800) 648 — 2678

SCALE: NONE

DATE:

9/30/99

DWG: DDC10x6—FDC-3500

10" DDC

VAULT

w/6" DOMESTIC METER




"7

1

127 6” CHECK VALVE
s (see note #2)
N /
T ::;%-;;:;;;;;;;;;;’;;;;;;;;;;::;;:;;'," 4 UL/FM i
”Q = R CH/ECK VALVE ”Q
S i : w/BALL DRP ~
0 s / 00
.| ™|eDP ; o s op P
Pirzizzizizziziziiziziiciziong )
[~ AT Z |
~ :
N :
: /7; O S A -
° / \ i
6,, 0S&Y J \-6”)(6”)(4” 12”
GATE VALVE P I_ A N V | E W TEE
£ x21/2°X21/2"
SIAMESE CONNECTION
48" x 48" ALUMINUM / 4” VINYL-COATED
ACCESS HATCH # SCREENED VENT CAP
HALLIDAY (SZR—4848) \ 5 IQ\<\W { GALV. RlS)ER
TYP OF 2
KXXXXXXXXXXXXXXXXXXXXX 'N :'N ‘
a R 20 7 e
5,000 PSI L /ALUMlNUM :
CONGRETE~_ | poctss MANUE ACTORED BY
[ LADDER N
\j ; .-| THE CLEAR FLOW CO.
L. /1—800—868—8386
o iz ¥
g 2’1 Qe
/-_ % / ’
L —
. F . . :,Lo
o) - o -
o) W AT T ST T T o
6" Diam. STEEL PIPE '/ f
BLOCKOUT 5§£F8§ﬂ%
FOR DRAN SECTION VIEW
NOTES:

CLEAR FLOW VAULT SHIPPED ASSEMBLED WEIGHING APPROXIMATELY 24,000 LBS.

2. 6" AMES MODEL 3000SS DOUBLE DETECTOR CHECK w/METERED BYPASS

3. ALSO AVAILIBLE WITH H20 LOAD RATING

\ il

CLEAR FLOW

SCALE: NONE

DATE:  7/08/98

DWG: DDC6-FDC-TJ2000

sy CP&FP

CONCRETE PIPE & PRECAST, LLC
(800) 648 — 2678

6" FIRE SERVICE VAULT
w/FIRE DEPT. CONNECTION




10’ 57
6" OS&Y 6" FIRE
GATE VALVE SERVICE METER
(TYP OF 2)7 (SEE NOTES) 6” FCA
. i e’ DP -
© N e @l four @
N \ ] '/ ~
: K0 .
=® == € 3 ]
in SMOOTH—""|. ] L TN-SMOOTH
o HOLE W/LINK | ;| HOLE w/LINK
. SEALS (TYP) N SEALS (TYP)
) |
g 2 —i—
12" |™-4" BLOCKOUT
PLAN VIEW GvP)  FOR DRAN
36" x 36" H-20 (TYP OF 4)
LOAD RATED ALUM.
ACCESS HATCH
VAULT REINFORCED FOR (HALLIDAY HIR—-3636) TOUCHREAD
H20 TRAFFIC LOADING\ PAD
g ALUMINUM R 5,000 PSI
ACCESS ' -------- " | REINFORCED
A LADDER\\g : ‘;/CONCRETE
- Foecoeeens i N
| ) s
© 6" pDP 1271~ NV | 127
N (TYP)Q R L-,‘(TYP)
\ 1 M,(;@ A
e SMOOTH—"|: FT Y N6 pp ©
= HOLE w/LINK |- S ouT =
SEALS (TYP) |-\ prrr o7, m%m T \\H\ =
6" FIRE 4” BLOCKOUT
SERVICE METER SECTION \/lEW S;EIEII;OIT?"?I'E FOR DRAIN
(SEE NOTES) (TP oF 3) (TYP OF 4)
NOTES:
1. CLEAR FLOW VAULT SHIPPED ASSEMBLED APPROXIMATELY 25,000 LBS.
2. 6" SENSUS OMNI F2 FIRE SERVICE METER (UL & FM STRAINER)
DESIGN VIRGINIA
DRAWN VITALIY S. KIRILYUK CLEAR FLOW FY)
REVISIONS DATE 6 FlR E
i CONCRETE PIPE & PRECAST, LLC
2] 210 STONE SPRING ROAD
HARRISONBURG, VA 22801
\\\\‘ (540) 434 — 6979 METER VAULT

* PRINTOUT NOT TO ANY SCALE *

REF. NO.




4” VINYL—COATED g0

SCREENED VENT CAP | INDICATOR POST 6” DDC
w/GALV. RISER~\ | (SHPPED LOOSE), - (see notes)
6" OS&Y
. _GATE VALVE _
S} . . ©
" 6ouDTIP ° m? v
” S pe
o | |
R~ NON—SHRINK
. | GROUT (TYP)
o
.‘# ”
4" UL/FM— N 5,000 PSI
SWING CHECK REINFORCED
w/BALL DRIP CONCRETE
L 47 BLOCKOUT
PLAN VIEW FOR DRAN
(TYP OF 4)
4 x21/2"x21/2
FIRE DEPT. CONNECTION
(NST THREADING)
4” VINYL—COATED
SCREENED VENT CAP o
36" x 36" ALUM.
W/GALY. RSER—uemy 1, ACCESS HATCH
SN P (HALLIDAY SR-3636)
SPGR 7 B R 77 e ]
b INDICATOR ~ gr——41  ALUMINUM
» POST (SHPPED .| ACCESS
) y _~LOOSE) | [l-LADDER
° 4" GALV. || T °
| RISER PPE 1 A in
© ”» -:‘ Ve ”»
g 2 N I (] o [
(TYP '.“(TYP)
- 5 — o — > —
o 6 DlF’/ 3 ° \6” DIP 0
2 ouT ‘ i IN ~
%” “"1/1'.”*?#"‘,‘,_;:0;::.%\{-".: e
! COATED STEEL X 4 BLockouT
ADJ. PIPE SUPPORT
SECTION VEW "%
NOTES:

1. CLEAR FLOW VAULT SHPPED ASSEMBLED WEIGHING APPROXIMATELY 24,000 LBS.

2. 6" AMES 3000SS DOUBLE CHECK VALVE w/METERED BYPASS

3. INDICATOR POST SHOWN AT MAX HEIGHT. POST SHIPPED LOOSE FOR CONTRACTORS
ON—SITE INSTALLATION DUE TO SHIPPING HEIGHT RESTRICTIONS

f"’\\\‘ CLEAR FLOW SCAL:: NONE | DATE:  5/01/06 DWG: DDC6-FDC—INDPOST—-TJ6x8
‘% sy CP& P 6" FIRE SERVICE VAULT w/INDICATOR POST
N—"")  CONCRETE PPE & PRECAST, LLC & FRE DEPT. CONNECTION (TJ—6x8 VAULT)

(800) 648 — 2678

A

\t




17"

12” 12”
w
4” UL/FM
CHECK VALVE +_
- w/BALL DRP
%
= 6" DIP
© /OUT
_ 1
|
)
~
6" OS&Y 6” CHECK VALVE
CAEVALE Pl AN VIEW ~ (SENOTE#2)
S 4" x21/2" x21/2"
1 SIAMESE’ CONNECTION
36" x 36” e § )
ALUMINUM =) }
ACCESS HATCH — - 5,000 PS
(S1R-3636) © REINFORCED
>/\ N /CONCRETE
6” ‘. .‘": -Jl_l “‘.‘ » ‘.““‘.‘ » “““‘.‘ . ““.“.‘ » }//M“““ .//:““' ‘ . :““' ‘ . :::-
I ALUMINUM -
- |, ACCESS LADDER ‘
‘ VAULT SHOWN AS
. N || MANUFACTURED BY
% . | THE CLEAR FLOW CO.
o x ] -1-800-868-8386
o Il B ,
'l‘\ » ;“ aik -l ”
127 | 12

o ‘ fe)
N N
A STEEL PPE |\
SUPPORTS 8" Diam.
(TYP OF 3) BLOCKOUT
SECTION VIEW FOR DRAN

NOTES:
1. CLEAR FLOW VAULT SHIPPED ASSEMBLED WEIGHING APPROXIMATELY 24,000 LBS.
2. 67 AMES MODEL 3000SS DOUBLE DETECTOR CHECK w/METERED BYPASS
3. INDICATOR POST SHIPPED LOOSE FOR INSTALLATION BY CONTRACTOR

6" FIRE SERVICE VAULT w/INDICATOR POST
%Q p{f&éﬁg e & FIRE DEPT. CONNECTION (TJ—2500 VAULT)

(800) 648 — 2678

“\\\‘ CL EAR FL O W SCALE: NONE | DATE:  10/31/96 DWG: DDC6—FDC—INDPOST-TJ-2500




10’ 57

(540) 434 — 6979

8" 0S&Y 8" FIRE
GATE VALVE SERVICE METER
(TYP OF 2), + (SEE NOTES) 8” FCA
:LO 8” DIP ) 8” DIP :LO
N |N\ S /OUT N
A 74
°l. SMOOTH—" | <[ -SMOOTH
| HOLE w/LINK [:] gg/liEst/Tling
| SEALS (TYP) (TYP)
S T TN TN :Q E
12”7 [-4" BLOCKOUT
PLAN VIEW 2 B,
(TYP OF 4)
48" x 48" ALUM. H20
VAULT REINFORCED FOR TOUCHREAD LOAD RATED ACCESS HATCH
H20 TRAFFIC LOADING\ PAD /HALLIDAY (H2R-4848)
CO I NPT e SO
ALUMINUM ' 5,000 PSI
ACCESS }eseesees -] REINFORCED
" LADDER~ | ,~CONCRETE
~ beeeceeens “
| . :
© g P 2. ) 127
IN\(TYF_’)‘i\ o ek (_T YP)
. G | j = 2
‘s|  SMOOTH—"T" ; ; | N8’ DP ©
~| HOLE w/LINK [ o OUT =
SEALS (TYP) M o / m%m ERRTERITTS *M\ ] :Loe
8" FIRE 4" BLOCKOUT
service Meter SECTION VIEW SerEL PPEFOR DRAN
(SEE NOTES) (TP oF 3) (TYPOF 4)
NOTES:
1. CLEAR FLOW VAULT SHIPPED ASSEMBLED APPROXIMATELY 26,000 LBS.
2. 8" SENSUS OMNI F2 FIRE SERVICE METER (UL & FM STRAINER)
[DESIGN VIRGINIA
DRAWN VITALIY S. KIRILYUK CLEAR FLOW [
REVISIONS DATE 8 FlRE
— By CP &P
f‘ ‘ CONCRETE PIPE & PRECAST, LLC SERV'CE
‘ _4 210 STONE SPRING ROAD
&) HARRISONBURG, VA 22801

METER VAULT

* PRINTOUT NOT TO ANY SCALE *

REF. NO.




"7

( 8" DD.C. ) 2
see note #3 \ 8" F.C.A.\
o Yy ©
&N &~
[ _ Z
| 7 |
- 8”/ \8” DIP
© DIP IN ouT
“ﬂ.
o
o \ S
- “4” UL/FM
CHECK VALVE
PLAN VIEW w/BALL DRP
4" x21/2" x21/2"
SIAMESE/ CONNECT(ON
4" VINYL—COATED
36" x 36" ALUM. SCRE/ENED VENT CAP
ACCESS HATCH ) w/GALV. RISER
EZ-SET (ASR-3636) o e
& R
‘ f\& ~
6 ‘- r||_‘ ORISR ,/ ROEREREETEN 7 .,“~
= @
a| L *
K 5,000 PS|
o " REINFORCED
: 2 - CONCRETE
ALUMINUM ; ;
ACCESS LADDER~{ - o
:(D :‘ \
™ 2 o 127
- °
_Z .
5 T e &% .
o B o o
6 S R T A U o “'.‘,“'.‘,“'-‘.“"‘/.(" 00
} % 6" Diam.
STEEL PIPE BLOCKOUT
SUPPORTS FOR DRAN
NOTES:

1. CLEAR FLOW VAULT SHIPPED ASSEMBLED WITH HEAVIEST LIFT APPROXIMATELY 24,000 LBS.
2. 8" AMES 3000SS DOUBLE DETECTOR CHECK w/METERED BYPASS
3. ALSO AVAILABLE WITH H20 LOAD RATING

ﬂ C L E A R /-_ LOW SCALE: NONE | DATE: ~ 3/25/96 DWG: DDC8—FDC-TJ2500

o’
L
‘\\\w‘/

8" FRE SERVICE VAULT
BY(C )’D &’D w/ FRE DEPT. CONNECTION




10° 5"

ALUMINUM
ACCESS
a LADDER

;‘ .;',:':;"".' ::‘;-‘”‘-‘-'[-‘”‘E‘é{;‘ Al et e, . . R 4” UL/FM

-"| CHECK VALVE
s:L-w/BALL DRP

12”

3, 8”

3 8

8" DP 8" DP

: o

5, 9”

by NON—SHRINK
N

GROUT (TYP) &

12"

” 8" D.D.C.
4” Diam, VENT 2 PL AN VlEW (see note #2)
w/SCREENED 8" 0S&Y
]WEL .

) CONTRACTOR TO ADJUST
— / HEIGHT AND INSTALL POST.

il

4" x21/2" x21/2”
’/ SIAMESE/CONNECTé)N
36" x 36" ALUM.
ACCESS HATCH — 5,000 PSI

(S1R—3636\ TOUCHREAD ] P REINFORCED
N

475/8

PAD CONCRETE
Y
6”
$

“14” GALV.
[-| —PIPE

49"
49

)
L

1277 ‘: N

6 9"

N 12"
A \\'Efﬁ‘g% 6"
6" Diam. f

BLOCKOUT N STEEL PIPE
FOR DRAIN S E C T | O N V | E W SUPPORTS

12

2, On
1, 6”

NOTES:

1. CLEAR FLOW VAULT SHIPPED ASSEMBLED WEIGHING APPROXIMATELY 22,000 LBS.
2. 8" AMES MODEL 3000SS DOUBLE DETECTOR CHECK w/METERED BYPASS & TOUCHREAD
3. INDICATOR POST SHIPPED LOOSE FOR INSTALLATION BY CONTRACTOR

@i\ CL E A R F LOW SCALE: NONE | DATE:  9/22/99 DWG: DDC8—FDC—INDPOST-TJ1600

8" FRE SERVICE VAULT w/INDICATOR POST
B”C 'D &P & FRE DEPT. CONNECTION

(800) 648 — 2678

7
i




10° 5"
PVC HATCH ALUMINUM
DRAIN ~ ACCESS LADDER

STEEL WALL
| SLEEVES w/

LINK SEAL

(TYP OF 2)
'|/ 8” DIP
|

8" DIP

6 9"

5 9"

=z
e

27
2::
2, 1»

I _ N\
8” DETECTOR SS. 8” BLOCKOUT
cHeck AssemeLY  PLAN VIEW  ruance FOR DRAN
(see note #2) BOLTS
48" x 48" GUTTER—FRAME ALUM. TOUCHREAD
ACCESS HATCH w/SLAM LOCK & 5,000 PSI

PAD IN HATCH
SPRING ASSIST (HALLIDAY W2S—4848) REINFORCED
: __—~CONCRETE
y_

6" Rl NN
I F 1 INTERIOR WALLS,
- -:| CEILING, FLOOR &
CgﬂggOR/ 5 (] PIPE COATED w/
. YN EE ( .| TNEMEC COATINGS
@ EPOXY ..{ _—(see notes)
% N o
o .“: ) ) ‘:
4 8 DP 4o [ i 4o 8" DIP
o IN-\ 127} / -[|J2 /OUT
© B / o
[ ey st S I R SATENTER v et B
f STANLESS STEEL> ka” 5L OCKOUT
6" x 6” CONCRETE PIPE SUPPORTS FOR DRAIN
ANTI-FLOAT COLLAR SECTION VIEW
NOTES:

1. CLEAR FLOW VAULT SHIPPED ASSEMBLED WEIGHING APPROXIMATELY. 26,000 LBS.
2. 8" AMES 3000SS DOUBLE CHECK DETECTOR ASSEMBLY w/METERED BYPASS & TOUCH
READ (METER ASSEMBLY FLANGE BOLTS ARE AS SUPPLIED FROM THE FACTORY)
3. COATING SCHEDULE:
PIPE & FITTINGS (EXCEPT BRASS OR S.S.) — PRIME COAT — TNEMEC EPOXY #135 — WHITE
INTERMEDIATE COAT — TNEMEC EPOXY #27 — ALUMINUM
FINISH COAT — TNEMEC ACRYLIC POLYURETHANE #1074 — BK33 GRAY ANSI No. 61
** FLANGE BOLTS BETWEEN DDC & PIPE TO BE S.S. AND COATED AFTER ASSEMBLY
VAULT EXTERIOR (BELOW GRADE) — TNEMEC COAL TAR EPOXY # 46H—413 — BLACK
VAULT INTERIOR — WALLS & CEILING — PRIME COAT — TNEMEC FILLER #130—-6602 — OFF—WHITE
INTERMEDIATE COAT — TNEMEC ACRYLIC EPOXY #113 — AL82 WARM SUN
FINISH COAT — TNEMEC ACRYLIC EPOXY #114 H.B. — WHO2 TANK WHITE
VAULT FLOOR — TWO (2) COATS — TNEMEC ACRYLIC POLYAMINE EPOXY #201

JAMES CITY COUNTY
BYC ’D &'D 8" DETECTOR CHECK VAULT

(800) 648 — 2678

ﬁ’\\\\ CL EAR FL O W SCALE: NONE | DATE: 7/30/05 DWG: DDC8-JAMESCITYCO

.
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24" MANHOLE
FRAME & COVER 12”7 BLOCKOUT
(CAPITOL MH—5900-F) T FOR DRAIN

NON—SHRINK b A

GROUT KN
MANHOLE 4" UL/FM
STEPS SWING CHECK
w/BALL DRIP
PLAN VIEW

4" x21/2" x21/2
FIRE DEPT. CONNECTION
) NST THREADING
24” MANHOLE “—@A/( )

FRAME & COVER °
(CAPITOL MH—5900—F) | | | NON=SHRINK
\ GROUT
s 47 GALV.
=] "J-L_ 48 /L/ PIPE
” .. - | -
.| w| 47DP g :
0 out~ L %0
S N - - S
) - == | STEEL PIPE
N 127 [ "L —SUPPORT
0 “ ’/%:‘j:“.‘:j::.':'_‘
4” UL/FMJ 1 -12” Diam.
SWING CHECK  BLOCKOUT
w/BALL DRP  FOR DRAIN
5 10"
SECTION VIEW
NOTES:

1. MANHOLE SHIPPED ASSEMBLED WEIGHING APPROX. 8,000 LBS.

ﬁ"\\\ CLEAR FLOW SCALE: NONE | DATE:  11/02/99 DWG: FDC4-4FT DIAMETER

4” FIRE DEPT CONNECTION
BY(C )’D &’D (4’ DIAMETER VAULT)




12" BLOCKOUT

FOR DRAIN
6" DIP AN
NON—SHRINK .
GROUT (TYP) \ % 5,000 PSI
A REINFORCED
MANHOLE
STEPS CONCRETE
PLAN VIEW
6" x21/2" x21/2"
FIRE DEPT. CONNECTION
24” MANHOLE
FRAME & COVER )
(CAPITOL MH-5900—F) %o
T T
MANHOLE .- & GALY
: STEPS & 5e :
> AL . —PIPE
< K nlltE
: 6" DP .- =
o NS g
. “|  STEEL PIPE
- a— | _—~SUPPORT
2 “(.O 12" “:— :" %)
N = |6
’(:\l . T N ﬁ<_
%0
BALL | X12” Diam.
DRIP BLOCKOUT
5 10" FOR DRAN
SECTION VIEW
NOTES:

1. MANHOLE DELIVERED ASSEMBLED WEIGHING APPROXIMATELY 10,000 LBS.

6 FIRE DEPT CONNECTION
BriePal (4’ DIAMETER VAULT)

(800) 648 — 2678

ﬂ‘ CLEAR FLOW SCALE: NONE | DATE: DWG: FDC—4FT DIAMETER

A

AN




13 0"

24” MANHOLE
FRAME & COVER
CAST INTO TOP
L -(CAPITOL MH-5900—F)
=)
&
VA
8" PVC CONNECTOR !
LINE w/BOOT (BELOW) .
3,000 GALLON TANKS il o ©
7
4” PVC VENT. H
w/BOOT (ABOVE) ]
| 24” MANHOLE
FRAME & COVER
4" x21/2" x21/2" CAST INTO TOP
HYDRANT CONNECTION | ~(CAPITOL MH-5900—F)
(NST THREADING)\
¥ ol
&

1 CLE:AR FLOW TANKS SHIPPED WITH TOP

" LD LOOSE TO BE ASSEMBLED BY THE PLAN VIEW
CONTRACTOR. HEAVIEST LIFT APPROX.

44,000 LBS. » » »

2. FIRE DEPT. CONNECTION AND CONNECTING 4" x21/2" x 2 1/2 24” MANHOLE
PIPING SHIPPED LOOSE FOR INSTALLATION HY?@PTT&%%E%ON ( FRAME & COVER )
BY OTHERS 3 CAPITOL MH—5900—F

3. PLEASE SPECIFY INLET PIPING (IF REQUIRED) 2 © ’/ / CAST INTO TOP

o i i i i —— %
NON—SHRIN o i
ROUT @ I
4 GALV (BY OTHERS) 447 PVC VENT
: -] w/BOOT
PPE~__ g
N X
&
] 8 Pve
» ‘-4 CONNECTOR
4 gl_ligED{ ﬁ [:1~LINE w/BOOT
@ e
ol
SECTION VIEW

( :L E A R FL O W SCALE: NONE | DATE:  3/15/10 DWG: FIRE RESERVOIR 10000

10,000 GALLON
gy C P &’D FIRE RESERVOR

(800) 648 — 2678




1 0"
6” EXTERNAL 10’ 0”
BYPASS WITH - Fr— -
GATE VALVE o7 rr o s g [ommmsemssemes
BY THE SITE e e L R S Ty e
Biiiii 6 x3 . 3" NRS Elizts
CONTRACTOR N 7x9D CONCENTRIC ~ 3" METER  GATE VALVE| | s g ockouT | |
! 1 MONO-LITHIC REDUCER BY WVWA (TYP OF 2) FOR DRAN | |
. PRECAST VAULT (TYP OF 2); (see no’res)-\ X 2 | (TYP OF 4) |
:C) * :.'“. ::“"::“I:: ::C‘ll ; ; ::o
& SR
e I '_"""".Z:‘_"' o
1 N6 DP )
) out 0
R
: ‘ L
Wi LS j TR .
, » i 12” DIP ©
12 DIP/‘ | 2] o4 1/2 / / \ Q@ |-: | ouT N
e T T T T
I - S _
10" DETECTOR /107 OS&WZ lY12” x 10"
CI(-IECK VAL\gE GATE VALVE CONCENTRIC
** ALL PIPING OUTSIDE see notes REDUCER
OF THE VAULT IS THE TYP OF 2
RESPONSIBILITY OF THE PLAN VlEW ( )
SITE CONTRACTOR ( )
2) RECESSED RADIO 36" x 48" DOUBLE DOOR GUTTER-
READ PADS IN HATCH FRAME H20 RATED ALUM. ACCESS
VAULT REINFORCED N __—HATCH (E~Z SET GDH-3648)
FOR TRAFFIC LOADING ~ T
t_;i;':% '::IL}]I Ix: x x x x x x x x Ix r::: “_}‘._
o TYelL | [ ALuMINUM &
) | ACCESS 5
o . LADDER S
| b SR A
”ﬂ' 12» DIP 12,, “ b b “ 12,, 12” & 6”
- IN R - -
~ . \ TYPL | © ©| LTYP DIP OUT
N » 7 s /G R
i 5/
. “ L *oo
<~ 67 i o
N B 0 o O S - 11 R
o} PR o
STEEL PPE SUPPORT CTEe 3';108@”&"-3';
e (vPors)  SECTION VIEW

1. CLEAR FLOW VAULT SHIPPED ASSEMBLED WEIGHING APPROXIMATELY 42,000 LBS.

2.

10" AMES MODEL 1000 DCV SINGLE DETECTOR CHECK VALVE w/METERED BYPASS & 10" OS&Y GATE VALVE

3. METERS SUPPLIED TO CLEAR FLOW BY THE WESTERN VA WATER AUTHORITY

DESIGN

DRAWN

STEVEN L. GORDON

REVISIONS

CLEAR FLOW

DATE

12" x 6” TEE OUTSIDE VAULT; TJ-7x9;

sy CP&P

SHOW 6" BYPASS QUTSIDE VAULT

B/14/18

CONCRETE PIPE & PRECAST, LLC

210 STONE SPRING ROAD

HARRISONBURG, VA 22801

(540) 434 — 6979

BOTETOURT COUNTY, VIRGINIA

ALTEC

INDUSTRIES

10" FIRE SERVICE VAULT
w/3"” DOMESTIC METER

* PRINTOUT NOT TO ANY SCALE *

REF. NO. PC-118815—-S

JACK ST. CLAIR, INC.
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